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before any agency records are trans-
ferred to a commercial records storage 
facility, the transferring agency must 
ensure that the facility meets all of the 
requirements for an agency records 
storage facility set forth in this sub-
part and must submit the documenta-
tion required in paragraph (e) of this 
section. 

(b) Exclusions. For purposes of this 
section, the term ‘‘agency records cen-
ter’’ excludes NARA-owned and oper-
ated records centers. For purposes of 
this section and § 1228.244, the term 
‘‘agency records center’’ also excludes 
agency records staging and/or holding 
areas with a capacity for containing 
less than 25,000 cubic feet of records. 
However, such records centers and 
areas, including records centers oper-
ated and maintained by NARA, must 
comply with the facility standards in 
§§ 1228.228 through 1228.232. 

(c) Content of requests for agency 
records centers. Requests for authority 
to establish or relocate an agency 
records center, or to use an agency 
records center operated by another 
agency, must be submitted in writing 
to the Director, Space and Security 
Management Division (NAS), National 
Archives and Records Administration, 
8601 Adelphi Road, College Park, MD 
20740–6001. 

(1) The request must identify the spe-
cific facility and, for requests to estab-
lish or relocate the agency’s own 
records center, document compliance 
with the standards in this subpart. 
Documentation requirements for 
§ 1228.230(s) are specified in § 1228.242. 

(2) If the request is for approval of an 
existing agency records center that did 
not comply with the requirements of 
this subpart in effect on January 2, 
2000, the request must also contain the 
agency’s plan to modify the facility to 
bring it into compliance with current 
requirements within a three year pe-
riod. Such requests must be submitted 
to NARA no later than July 1, 2000. 

(d) Approval of requests for agency 
records centers. NARA will review the 
submitted documentation to ensure the 
facility demonstrates full compliance 
with the standards in this subpart. For 
requests submitted under paragraph 
(c)(2) of this section, NARA also will 
review the submitted plan to ensure 

that the plan is realistic. NARA re-
serves the right to visit the facility, if 
necessary, to make the determination 
of compliance. NARA will inform the 
agency of its decision within 45 cal-
endar days after the request is re-
ceived, and will provide the agency in-
formation on the areas of noncompli-
ance if the request is denied. Requests 
will be denied only if NARA determines 
that the facility does not demonstrate 
full compliance with the standards in 
this subpart. Approvals will be valid 
for a period of 10 years, unless the fa-
cility is materially changed before 
then or an agency or NARA inspection 
finds that the facility does not meet 
the standards in this subpart. Material 
changes require submission of a new re-
quest for NARA approval. 

(e) Documentation requirements for 
storing Federal records in commercial 
records storage facilities. At least 45 cal-
endar days before an agency first 
transfers records to a commercial 
records storage facility, the agency 
must submit documentation to NARA 
that the facility complies with the 
standards in this subpart. The docu-
mentation may take the form of a copy 
of the agency’s contract that incor-
porates this subpart in its provisions or 
a statement from the agency records 
officer that certifies that the facility 
meets the standards in this subpart. An 
agency must provide the documenta-
tion for each separate commercial 
records storage facility where its 
records will be stored. Documentation 
must be sent to the Director, Space 
and Security Management Division 
(NAS), National Archives and Records 
Administration, 8601 Adelphi Road, 
College Park, MD 20740–6001. The agen-
cy must submit updated documenta-
tion to NARA every 10 years if it con-
tinues to store records in that commer-
cial records storage facility. 

§ 1228.242 What does an agency have 
to do to certify a fire-safety detec-
tion and suppression system? 

(a) Content of documentation. The 
agency must submit documentation to 
the Director, Space and Security Man-
agement Division (NAS), National Ar-
chives and Records Administration, 
8601 Adelphi Road, College Park, MD 
20740–6001, that describes the space 
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being protected (e.g., the type and 
stacking height of the storage equip-
ment used, or how the space is de-
signed, controlled, and operated) and 
the characteristics of the fire-safety 
detection and suppression system used. 
The documentation must demonstrate 
how that system meets the require-
ment in § 1228.230(s) through: 

(1) A statement that the facility is 
using a NARA certified system as de-
scribed in Appendix B to this part; 

(2) A report of the results of inde-
pendent live fire testing (Factory Mu-
tual, Underwriters Laboratories or 
equivalent); or 

(3) A report of the results of com-
puter modeling, and a certification by 
a licensed fire protection engineer that 
the system has been designed to limit 
the maximum anticipated loss in any 
single fire event to a maximum of 300 
cubic feet of records destroyed by fire. 
If this method of demonstrating com-
pliance is chosen, the description of the 
system must include specific references 
to any industry standards used in the 
design, such as those issued by the Na-
tional Fire Protection Association (see 
NFPA 13, NFPA 231, NFPA 231C, NFPA 
232 and NFPA 232A). 

(b) NARA action. (1) NARA will ap-
prove the fire-safety detection and sup-
pression system within 10 work days if 
NARA has previously approved the sys-
tem design for similarly configured 
space or if a report of independent test-
ing of a new system design is furnished 
as documentation. 

(2) If, in NARA’s judgment, the sup-
porting documentation provided in ac-
cordance with paragraph (a)(3) of this 
section clearly demonstrates compli-
ance with § 1228.230(s), NARA will ap-
prove the fire-safety detection and sup-
pression system within 30 calendar 
days. 

(3) If NARA questions whether sup-
porting documentation demonstrates 
compliance with § 1228.230(s), NARA 
will consult the appropriate industry 
standards body or other qualified ex-
pert before making a determination. 
Before any consultation, NARA may 
ask the agency for additional clari-
fying information. NARA will notify 
the requesting agency within 30 cal-
endar days of receipt of the request 
that consultation is necessary and will 

provide a final determination within 60 
calendar days. If NARA does not ap-
prove the system, NARA will furnish a 
full explanation of the reasons for its 
decision. 

(4) NARA will maintain a list of ap-
proved alternative systems. 

§ 1228.244 When may NARA conduct 
an inspection of a records storage 
facility? 

(a) At the time an agency submits a 
request to establish an agency records 
center, pursuant to § 1228.240, NARA 
may conduct an inspection of the pro-
posed facility to ensure that the facil-
ity complies fully with the standards 
in this subpart. NARA may also con-
duct periodic inspections of agency 
records centers so long as such facility 
is used as an agency records center. 
NARA will inspect its own records cen-
ter facilities on a periodic basis to en-
sure that they are in compliance with 
the requirements of this subpart. 

(b) Agencies must ensure, by con-
tract or otherwise, that agency and 
NARA officials, or their delegates, 
have the right to inspect commercial 
records storage facilities to ensure that 
such facilities fully comply with the 
standards in this subpart. NARA may 
conduct periodic inspections of com-
mercial records storage facilities so 
long as agencies use such facilities to 
store agency records. The using agen-
cy, not NARA, will be responsible for 
paying any fee or charge assessed by 
the commercial records storage facility 
for NARA’s conducting an inspection. 

(c) NARA will contact the agency op-
erating the records center or the agen-
cy holding a contract with a commer-
cial records storage facility in advance 
to set a date for the inspection. 

Subpart L—Transfer of Records to 
the National Archives of the 
United States 

SOURCE: 45 FR 5705, Jan. 24, 1980, unless 
otherwise noted. Redesignated at 50 FR 15723, 
Apr. 19, 1985, and further redesignated at 64 
FR 67667, Dec. 2, 1999. 

§ 1228.260 Authority. 
(a) Transfer of records. The Archivist 

of the United States is authorized by 44 
U.S.C. 2107 to: 
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